
Data 
Collected 

By: 

            

                  

Kasey
Ingram 

Building: 2 Floor: 7 Date
Sampled:

 07/13/04 

PERIOD 1          PERIOD 
II 

       

Sample Site Room  
7132 

Room 
7468 

Room 
7144 

Room 
7468 

Room 
7224

Room 
7356

Room 
7312

By 
Elevators

Room 
7132 

Room 
7468

Room 
7144

Room 
7468

Room 
7224

Room 
7356

Room 
7312

By 
Elevators 

Time 09:39 09:42 09:45 09:48 09:51 09:53 09:55 09:57 02:25 02:27 02:30 02:32 02:34 02:36 02:39 02:41 
Temperature      72.0 72.3 72.3 73.6 73.9 72.9 72.5 73.4 73.8 73.9 74.1 75.0 74.7 73.6 73.2 73.9

Relative 
Humidity 

58.6 59.0 59.7 58.4 57.2 57.3 57.8 58.3 55.2 55.6 56.1 54.8 54.2 55.1 55.6 56.2 

Carbon 
Dioxide 

478      479 480 491 470 481 479 483 595 604 594 582 569 600 583 589

Carbon 
Monoxide 

0.6 0.5 0.6 0.5 0.7 0.9 0.9 0.8 1.3 0.7 0.9 1.0 1.0 1.3 0.9 1.1 

Air Sample # MEA-2-7-
01 

MEA-2-
7-02 

MEA-2-
7-03 

MEA-2-7-
04 

             

Results in 
CFU/m3 

24 47 35        24             

Notes                  
                  

            

                  

Data 
Collected 

By: 

Kasey
Ingram 

Building: 2 Floor: 8 Date
Sampled:

 7/13/04 

PERIOD 1                  
Sample Site Room 

 8464 
Room 
8414 

Room 
8403 

Room 
8365 

Room 
8323

Room 
8323

Room 
8300

By 
Elevators 

Lobby

Room 
8464 

Room 
8414

Room 
8403

Room 
8365

Room 
8323

Room 
8323

Room 
8300

By 
Elevators 

lobbys 
Time 09:44 09:45 09:47 09:47 09:5 009:52 09:54 09:55 01:49 01:51 01:53 01:55 01:56 01:58 01:59 02:02 

Temperature       73.8 73.2 73.0 74.8 75.0 72.7 73.2 74.1 73.2 73.2 73.2 73.9 73.9 72.7 73.0 74.3
Relative 

Humidity 
52.1 53.9 54.6 54.2 53.0 53.5 55.0 54.3 57.3 56.2 55.6 55.4 54.2 54.8 56.5 55.7 

Carbon 
Dioxide 

  666 648 673 728 714 688 682 696 772 822 775 832 762 764 742 752 

Carbon 
Monoxide 

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 

Air Sample # MEA-2-8-
01 

MEA-2-
8-02 

MEA-2-
8-03 

MEA-2-8-
04 

           

Results in 
CFU/m3 

12 12            24            12             

Notes                  
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